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Electrical Bonding of
Corrugated Stainless Steel Tubing
in Fuel Gas Installations

e 2009 International Fuel Gas Code, Section 310.1.1
o 2009 International Residential Code, Section G2411.1.1-
e 2009 NFPA-54 National Fuel Gas Code, Section 7.13.2

The bonding connections shall be as shown in the detail below. The point of connection
to the gas piping system shall be on the metal piping (not the CSST fitting) and shall be
located between the gas meter and ahead of the first joint connection of the CSST system.
For propane systems, the point of connection shall be on the metal piping between the
entrance into the building and ahead of the first joint connection of the CSST system.
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